May 16, 2011

RE: Bid Title: Bank of America Building Fire pump Replacement
Bid No: BC-05-24-12-64
Opening Date: May 24, 2012 at 2:00 PM

ADDENDUM #1

Dear Vendor:

This letter serves as Addendum #1 for the above referenced project.

The following shall be added to the bid specifications:

1. Fire Protection Scope Clarification:

   Reference G/F101, Pressure regulators at each sprinkler branch or fire department valve at each level of both existing standpipes shall be provided with listed supervisory switches monitored by the fire alarm system and pressure gauges on the inlet and outlet side of each pressure regulating valve.

2. Electrical Scope Clarification:

   Fire alarm system shall monitor pressure regulator valve supervisory switches at each sprinkler branch or fire department valve at each level of both existing standpipes.

Acknowledgment of this addendum is required as part of your bid submittal. Failure to acknowledge this addendum may result in rejection of your bid.

Should you have any questions, feel free to call me at (850) 606-1600.

Sincerely,

Don Tobin, CPPB
Purchasing Agent

DT