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EXISTING PLAN & NOTES
DETAILS

Project Name: Leon County Courthouse Annex (Bank of America)
Stair and Elevator Pressurization

Board of Commissioners of Leon County, Florida

Project Location:
City: Tallahassee
County: Leon
State: Florida
Project Address: 313 South Calhoun Street

Tallahassee, FL 32301

Project Number: 12062 Date: 27 April 2012

Project Scope:
Provide HVAC support for stair & elevator shaft pressurization for life safety upgrade and general fresh air intake and building pressurization.  All
architectural work is incidental to these mechanical upgrade efforts, and is limited to cutting & patching, exterior stucco maintenance, door hardware
compatibility, etc. Selective window replacement is soley due to the introduction of exhaust louvers for the general building pressurization only.

1. GENERAL PROJECT INFORMATION

Zoning: N/A Site Size: N/A

Required:  Provided:
Building Setbacks: Front: N/A Sides: N/A Rear: N/A Front: Sides: Rear:
Parking Setbacks: Front: N/A Sides: N/A Rear: N/A Front: Sides: Rear:
Height Limit Per Zoning: N/A N/A
Max. % Impervious Surface N/A N/A
Total Parking Spaces: N/A N/A
Other: ________________________________________________

2. ZONING AND RESTRICTIONS

Building Florida Building Code (FBC) 2010 Edition,
Mechanical Florida Mechanical Code (FMC) 2010 Edition,
Gas Florida Gas Code (FGC0 2010 Edition,
Plumbing Florida Plumbing Code (FPC) 2010 Edition,
Fire Florida Fire Prevention Code (FFPC) 2010 Edition,
Life Safety NFPA 101, Life Safety Code (LSC) 2010 Edition,
Electrical National Electrical Code (NEC 70) 2008 Edition
Energy Florida Energy Code (FBEC) 2010 Edition,
ADA Florida Accessibility Code (FAC) 2012 Edition,

3. APPLICABLE CODES

Occupancy Group
Classification: FBC : Group B Business FBC Ch. 3, Section 304

NFPA: Existing Business NFPA 101, Ch. 39,
Gross Floor Area:
Levels  1-8: 14,834 x 8 = 118,672 sq. ft. / 100 sf gross per occ = 1,187 persons

Occupant load is tabulated for existed building, and is unaffected by the scope of this project.

Occupancy Separation: N/A - Single Occupancy FBC 708, NFPA Ch. 39
Tenant Seperation: N/A - See plans for locations FBC, Section 708

4. OCCUPANCY

Type of Construction: FBC IB FBC Ch. 5 & 6
NPFA 101, Sec. 8.2.1, Table 8.1

Protected or Unprotected: UNProtected
Note:  Protected or unprotected refers to the structure, NOT whether or not it is sprinkled.

Sprinkled or Non-Sprinkled: Sprinkled

Allowed: Provided:
Max. Building Height: 160' (FBC Tbl. 503) & Sec. 504 existing < 142'
Max. No. of Stories: 11 (FBC Tbl. 503) & Sec. 504 11
Max. Floor Area/Floor: UL sf (FBC Table 503) existing = 14,834sf

5. CONSTRUCTION

BUILDING CODE

NOTE: NO CHANGE OF OCCUPANCY OR INCREASED IN HEIGHT OR  AREA -  IS PROPOSED BY THESE DOCUMENTS.


